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Pada sistem tenaga listrik, jaringan distribusi bagian yang memiliki rugi-rugi daya yang cukup besar 
dibandingkan bagian sistem tenaga listrik yang lainnya. hal tersebut diakibatkan karena jauhnya 
jarak dari pembangkit listrik menuju pusat beban. Nilai rugi daya yang tinggi mengakitbatkan 
kerugian bagi perusahaan penyedia energi listrik. Penelitian ini bertujuan untuk mengurangi nilai 
rugi daya pada jaringan distribusi penyulang MLBC dengan cara pemasangan distributed 
generation. Lokasi optimal untuk pemasangan distributed generation ini dicari dengan 
menggunakan metode Particle Swarm Optimization (PSO). Dari hasil simulasi aliran daya, 
didapatkan nilai rugi daya pada jaringan distribusi penyulang MLBC sebelum dilakukan 
pemasangan distributed generation bernilai 128,1 kW. Lokasi paling optimal untuk pemasangan 
distributed generation ditemukan dengan menggunakan metode particle swarm optimization, 
didapatkan bus 13 pada jaringan distribusi penyulang MLBC sebagai lokasi pemasangan distributed 
generation. Oleh karena itu, setelah pemasangan distributed generation pada bus 13, didapatkan 
nilai rugi dari simulasi aliran daya yang bernilai 67,5 kW atau didapatkan penurunan rugi daya 
sebesar 60,6 kW. 
 





OPTIMASI PEMASANGAN DISTRIBUTED GENERATION UNTUK 





Mohammad Giri Firmansyah 
1504794 
 
In electrical power systems, distribution networks has considerable power losses compared with the 
other parts of electrical power systems. This caused by the distance of power plant to the load center. 
The high value of power losses causing disadvantage for the electricity provider company. This 
study aims to reduce power losses in the MLBC feeder distribution network by erecting the 
distributed generation. The optimal location for erecting distributed generation sought by using the 
Particle Swarm Optimization (PSO) method. Before distributed generation erected in MLBC feeder 
distribution network, the power losses’s value is 128.1 kW. Locating the most optimum location for 
erecting the distributed generation is using the particle swarm optimization method, bus 13 on the 
MLBC feeder distribution network was the optimum location for distributed generation erection. 
Hence, the loss value from load flow simulation is 67.5 kW or 60.6 kW for power loss reduction after 
distributed generation installed on bus 13. 
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